
32A 16A

32A

32A

32
A
16
A

32A 16A 32A

1 2 3 4 5 6 7 8 9 10 11 12

13 14 15 16 17 19

A

B

C

D

E

F

G

H

I

J

K

18

Grounding rod 3m

Grounding rod 3m Grounding rod 3m

Grounding rod 3m

Depth - 1m

Depth -1m

Depth -1m

Depth -1m

2 pcs. Ø110 mm PVC pipe for
power cable

1 pcs. Ø50 mm PVC pipe for
power cable

2 pcs. Ø50 mm PVC pipe for
DATA cable

=432.001-KW027/3x2.5 =432.001-KW027/3x2.5 =432.001-KW027/3x2.5

=432.001-KW027/3x2.5

=432.001-KW027/3x2.5=432.001-KW027/3x2.5=432.001-KW027/3x2.5=432.001-KW027/3x2.5

=432.001-KW027/3x2.5

432.001

515.001

542.001

=432.001-KW013/5x4

=432.001-KW013/5x4

=432.001-KW012/5x6

=432.001-KW029/3x4

=432.001-KW028/5x6

EL. Boilers 2x27KW
=432.001-KW002/4x50
=432.001-KW003/4x50

AHU-1 58KW
=432.001-KW008/4x95

EL. Heaters 3x42KW
=432.001-KW004/4x50
=432.001-KW005/4x50
=432.001-KW006/4x50

AHU - 1 22.33KW
=432.001-KW007/5x6

Pilar grounding Pilar grounding

Pilar grounding

=542-KW001/2x1 =542-KW002/2x1

=542-KW002/2x1

=542-KW002/2x1

=542-KW001/2x1

=542-KW001/2x1
=542-KW002/2x1 =542-KW002/2x1 =542-KW002/2x1

=432.001-KW027/3x2.5

=432.001-KW028/3x4

=432.001-KW028/3x4 =432.001-KW028/3x4 =432.001-KW028/3x4

=432.001-KW029/3x4

=432.001-KW029/3x4

364 E = 412.001-KW001/ 25mm²

364 E = 412.001-KW001/25mm²

364 E = 412.001-KW001/25mm²

364 E = 412.001-KW001 25mm²

Waste water pipe must be connected to main rail wit h
separate 25 mm² copper wire Yellow / Green

Grounding reinforcement
PN 16mm² Yellow/green insulated

Grounding reinforcement
PN 16mm² Yellow/green insulated

=432.001-KW012/3x4
Supply for laggers sockets

Grounding reinforcement
PN 16mm² Yellow/green insulated

50
00
0

=432.001-KW011/3x2.5
Supply for WC rooms

=432.001-KW028/3x2.5
Aspirasjon system

=542-KW001/2x1

=432.001-KW028/3x2.5
Aspirasjon system

=542-KW001/2x1

=432.001-KW014/3x2.5
Supply for laggers lights

Socket, single-phase, double

Sockets, three-phase, 32A and 16A

Manuell melder

Sirene

Guidance light

Antipanic light

Exit light

Power cable

PVC pipe

Copper wire for grounding 25m²

C type clamp

EL-06 EL-14 EL-18 Reference to drawing standards

Legend

PN 16mm² Yellow/green insulated
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Underground Electrical plan

A Preliminary M.Šaulys 24.07.2018

B Aspirasjon system place
changes

M.Šaulys 02.08.2018

3D view of supply pvc pipes
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