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“Han  1a
Pickling lmes

HE- Él_ [JS-3.26  /  [IS—7.1014

Design criteria: ZOmI'n/ZBOrn2
Heighl: 9,9Sm

Areal; 285m2

'3 Hall 2
Painting mamas—7.27  /  DS 3.26

Design criteria: HE—3 12mm/230m2
Heighl: («Rm

Areal: Ea. Zlaflm2

'J Hall2
Sandblasting area_DS-3.26

Design criteria: HE-Z Hmm/230m2

Height: iflm

Areal: Ca. 190m2

fr

 

3 Hall n:
Storage class 1—3_US-B9

Table: 7 -  (Open Framed Rackl

Design criteria:  K—ZLZ  —  125pr  /  3,5h

Areal: Ea. LBSrn2

U  Hall 3
Metal Workshop

HC 2 _ (IS—3.26

Design criteria: en  /  230m2

Height: 5.1”“

Areal: Ea. 1.10m2

"  Hall 19
Boiler building / compressor room

Design criteria: HE-Z 8mm  /  230m2

Heighl: Aim

Areal: Ea. 135m2

c;

 

  

U  Hall 2 - pressurelesr area

Storage  class  1-3_DS-8.9

Table:  7  — (Open Framed Rank)

Design criteria: K-160  -  205m /  0,5b

Height:  5,l.rn

Areal: Ca. 515m2

UHan t.
S‘rorage Class la  _ 05-83

Table: 8  -  (Open framed rack)

Design Criteria:  K—ZL'Z  - 12spr / 3,5b

Height: 10,9m

Areal: Ca` 950m2

T‘

Storage class I. _DS—B.9

Table:  3  — Solid  piled  -  Pallefized

Design criteria: K—160  —  ZOSpr / 0,5b

Areal: caÁ 112mz
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Hall 1 - Mixingroom  /  small slorage rooms

1' l'.. I."

__.::Ijlrfw . --._ .__._-,

[n Hall 2 mixingroom/ paint storage
Flametlle liquids — US 7.29 / DS - 7.32

Table: 11

Design criteria:  K-160 —  SOspr  /  0,5b

Areal: [a4 '50m2 - All room in design area

Hall  I. l 1h _ Automatic Storage Units

US - 8.3L  /  DS 5.9

DS - 8.32 pkt. 2.3.5.2 AIL B

Table: 8 - (Open Framed Rack}

Design crileria: K-360 - 125pr / 2,1b

Height: ca,10m

Areal: Cav 195mj
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